STREET LIGHTING

GENERAL NOTES

STREET LIGHT CONSTRUCTION PLANS SHALL BE SUBMITTED FOR REVIEW AND INCLUDE THE FOLLOWING, BUT NOT BE LIMITED TO:

1. STREET LIGHT DESIGN PLANS FOR CONSTRUCTION SHALL FOLLOW THE LATEST EDITION OF THE CITY OF HEMET STREET LIGHTING STANDARDS AND SPECIFICATIONS.

2. THESE PLANS HAVE BEEN EXAMINED BY THE CITY OF HEMET ENGINEERING DIVISION TO INSURE COMPLIANCE WITH GENERAL ENGINEERING STANDARDS AND THE CITY’S DESIGN STANDARDS AND SPECIFICATIONS. THE ENGINEER-OF-WORK SHALL BEAR THE SOLE RESPONSIBILITY OF THE MATHEMATICAL DATA AND ACCURACY OF DESIGN SHOWN HEREON.

3. STREET LIGHT LOCATIONS MAY BE ADJUSTED IN THE FIELD A MAXIMUM OF 10 FEET TO AVOID EXISTING OBSTRUCTIONS SUCH AS DRIVEWAYS, CATCH BASINS, FIRE HYDRANTS, ETC. ANY DEVIATION EXCEEDING 10 FEET SHALL BE APPROVED IN WRITING BY THE CITY OF HEMET ENGINEERING DIVISION.

4. A REVISED STREET LIGHTING PLAN SHALL BE REQUIRED FOR ANY CHANGES MADE TO THE SUBDIVISION MAPS OR DESIGN PLANS WHICH AFFECT STREET ALIGNMENTS, LOT SIZES, PARCEL SIZES BOUNDARIES, ETC.

5. ALL REVISIONS TO IMPROVEMENT PLANS, OR MATERIAL SUBSTITUTION REQUESTS PROPOSED DURING CONSTRUCTION, SHALL BE SUBMITTED IN WRITING TO THE ENGINEERING DIVISION BY THE ENGINEER OF RECORD FOR APPROVAL.

6. IN ORDER FOR THE CITY OF HEMET’S LIGHTING DISTRICT TO ASSUME THE OPERATIONS AND MAINTENANCE OF A LIGHTING SYSTEM OF ANY PUBLIC STREET, THE STREET SHALL BE ACCEPTED BY THE CITY AND OPEN TO THE GENERAL PUBLIC.

7. STREET LIGHTS SHALL BE INSTALLED BEHIND THE SIDEWALK, LUMINAIRE ARM ORIENTED OVER THE STREET AND PERPENDICULAR TO ITS CENTERLINE:
A. ARTERIAL STREETS (6 FOOT SIDEWALK): 7’ – 9” FROM CURB FACE TO CENTER OF POLE FOUNDATION.
B. NON-ARTERIAL STREETS (6 FOOT SIDEWALK): 7’ – 9” FROM CURB FACE TO CENTER OF POLE FOUNDATION.
C. MEANDERING SIDEWALKS: 18” MIN. FROM CURB FACE TO OUTSIDE OF POLE.

8. PLACEMENT
A. ON STREETS WHERE SIDEWALKS ARE 5.5 FEET OR LESS IN WIDTH, EXCLUDING THE TOP OF CURB, AND ARE ADJACENT TO THE CURB, THE STREET LIGHTING ELECTROLIER STANDARDS AND PULL BOXES SHALL BE PLACED OUTSIDE THE SIDEWALK AREA UNLESS OTHERWISE SPECIFIED ON THE CITY OF HEMET APPROVED PLAN.

B. ON ALL STREETS, HANDHOLE/PULL BOX SHALL BE PLACED “IN-LINE” WITH STREET LIGHTING STANDARD AND SHALL NOT BE PLACED IN FRONT OF OR BEHIND STANDARDS ON SIDEWALKS WITHIN THE PATH OF TRAVEL.

9. THERE SHALL BE NO ABOVE-GROUND OBSTRUCTIONS IN ANY PORTION OF THE SIDEWALK (WHERE THE WIDTH, EXCLUSIVE OF TOP OF CURB, IS 5.5 FEET OR LESS). WHERE POWER/TELEPHONE/CABLE POLES, STREET LIGHT STANDARDS, FIRE HYDRANTS AND CONTROL BOXES OCCUR IN THE 5.5 FOOT SIDEWALK, THE SIDEWALK SHALL BE MODIFIED PER CITY OF HEMET STANDARD PLAN NO. C-215.

10. ALL MAST ARMS AND BRACKETS SHALL BE PERPENDICULAR TO THE CURB FACE AND 8 FEET LONG UNLESS OTHERWISE SPECIFIED ON THE CITY OF HEMET APPROVED PLAN.

11. ALL LIGHTS SHOWN ON THIS PLAN SHALL BE INSTALLED AND OPERATIONAL PRIOR TO ACCEPTANCE OF THE SYSTEM INTO THE CITY OF HEMET’S LIGHTING DISTRICT.

12. ALL STREET WIRING AND APPURTENANT APPARATUS SHALL BE UNDERGROUNDED.

13. STREET LIGHTS SHALL BE CONSTRUCTED PER THE CITY OF HEMET APPROVED PLAN. LIGHTS NOT CONSTRUCTED ACCORDING TO THE APPROVED PLAN SHALL BE REMOVED AND RELOCATED AT NO EXPENSE TO THE CITY OF HEMET.

14. STREET LIGHT SHALL BE ERECTED SUCH THAT THE BASE DOOR IS PERPENDICULAR TO THE CURB AND LOCATED ON THE SIDE OF THE STREET LIGHT FACING ONCOMING TRAFFIC.

15. ALL EQUIPMENT REQUIRED HEREON FOR FURNISHING ELECTRICAL SERVICE, FOR EACH CIRCUIT, SHALL BE INSTALLED AND INSPECTED PRIOR TO ANY OTHER CONSTRUCTION ON THAT CIRCUIT.

16. THE CONTRACTOR SHALL GIVE WRITTEN NOTICE, 72 HOURS IN ADVANCE OF REMOVAL OF A STREET LIGHT, TO ANY PUBLIC AGENCY MAINTAINING EQUIPMENT SUPPORTED BY THE STREET LIGHT.

17. FOUNDATION AND PULL BOXES NOT REMAINING IN SERVICE SHALL BE REMOVED. THE RESULTING EXCAVATION SHALL BE FILLED WITH MATERIAL SIMILAR TO ADJACENT MATERIAL AND SATISFACTORILY COMPACTED WITH A MECHANICAL COMPACTOR IN LAYERS NOT EXCEEDING 12 INCHES. THE SURFACE SHALL BE FINISHED TO MATCH THE ADJACENT SURFACE.

18. ALL PULL BOXES SHALL BE NO. 3 ½. ALL STREET LIGHTING PULL BOX LIDS SHALL READ “STREET LIGHTING”. PULL BOXES LOCATED ADJACENT TO DRIVEWAYS AND ALLEYS SHALL BE INSTALLED AT A MINIMUM DISTANCE OF 5 FEET FROM THE TOP OF THE DRIVEWAY “X” OR 5 FEET FROM THE TRAVEL WAY OF THE ALLEY.

19. PULL BOXES INSTALLED AT INTERSECTIONS OF LOCAL STREETS SHALL BE INSTALLED NO CLOSER TO THE INTERSECTIONS THAN THE B.C.R. OF AN ASSUMED FUTURE 35-FOOT RADIUS CURB RETURN.

20. WARNING: SAFETY CLEARANCE SHALL BE OBTAINED DAILY FROM THE AFFECTED UTILITY COMPANY BEFORE DOING ANY WORK IN CLOSE PROXIMITY TO ANY OVERHEAD ELECTRICAL LINE.

21. CONTRACTOR SHALL BE RESPONSIBLE FOR PRESERVING THE CONDITION OF ALL EXISTING EQUIPMENT TO BE REUSED, MODIFIED OR RETURNED TO THE CITY OF HEMET PUBLIC WORKS DEPARTMENT.

22. EQUIPMENT INDICATED “DISPOSE” SHALL BECOME THE PROPERTY OF THE CONTRACTOR AND BE PROPERLY DISPOSED OFF- SITE BY THE CONTRACTOR.

23. CONTRACTOR SHALL REPAIR, AT HIS COST, THE DAMAGE CAUSED TO EXISTING LANDSCAPING AND IRRIGATION SYSTEMS DURING THE CONSTRUCTION OF THIS PROJECT. REPAIRS SHALL BE MADE WITHIN 5 WORKING DAYS AFTER DAMAGE OCCURS.

24. CONTRACTOR SHALL LOCATE AND PROTECT SUBSTRUCTURE(S) SHOWN HEREON AND SHALL PROVIDE FOR A MINIMUM 12- INCH HORIZONTAL CLEARANCE BETWEEN FOUNDATIONS AND SUBSTRUCTURE. IN THE EVENT A 12-INCH CLEARANCE CANNOT BE ACHIEVED, THE CONTRACTOR SHALL MAKE ARRANGEMENT FOR RELOCATION OF SUBSTRUCTURES WITH THE CITY.

25. IN THE EVENT OF OVERHEAD LINES CONFLICT WITH STREET LIGHTS THE CONTRACTOR SHALL MAKE NECESSARY ARRANGEMENTS WITH SOUTHERN CALIFORNIA EDISON TO RAISE THEIR OVERHEAD FACILITIES IN ORDER TO PROVIDE FOR THE FOLLOWING CLEARANCES WITH EXISTING AND/OR PROPOSED STREET LIGHTS:
A. LOW VOLTAGE: MINIMUM 3-FOOT CLEARANCE BETWEEN OVERHEARD LINES AND STREET LIGHTS.
B. HIGH VOLTAGE: MINIMUM 6-FOOT CLEARANCE BETWEEN OVERHEAD LINES AND STREET LIGHTS.

26. IN THE EVENT OF OVERHEAD COMMUNICATION LINE CONFLICT WITH STREET LIGHTS, CONTRACTOR SHALL MAKE NECESSARY ARRANGEMENTS TO PROVIDE A MINIMUM 12-INCH CLEARANCE.

27. PROPOSED STREET LIGHT FOUNDATIONS AND PULL BOXES SHALL BE INSTALLED OUTSIDE OF ACCESS RAMP AREAS. EXISTING FOUNDATIONS AND PULL BOXES SHALL BE RECONSTRUCTED TO CLEAR ACCESS RAMPS BY A MINIMUM OF 12-INCHES.

28. CONDUIT THAT IS TO BE ABANDONED SHALL HAVE WIRES REMOVED. THE CONDUIT SHALL BE REMOVED TO A DEPTH OF AT LEAST 12 INCHES BELOW THE SURFACE AND HAVE BOTH ENDS CRIMPED OR CAPPED.

29. ELECTRICAL SYSTEM FOR LS-3 RATE SCHEDULE STREET LIGHTS SHALL COMPLY WITH SECTIONS 700 LATEST EDITION OF THE GREENBOOK AND THE LATEST EDISITON OF CALIFORNIA ELECTRICAL CODE/NATIONAL ELECTRICAL CODE.

30. PROPOSED LS-3 RATE SCHEDULE STREET LIGHT FOUNDATIONS, PEDESTALS, PULL BOXES AND OTHER ASSOCIATED LS-3 STREET LIGHT SYSTEM APPURTENANCES SHALL BE INSTALLED WITHIN THE CITY RIGHT-OF-WAY.

31. STREET LIGHTING STANDARDS FOR LS-3 RATE SCHEDULE STREET LIGHTS SHALL BE CONCRETE AMERON OR APPROVED EQUAL PER CITY OF HEMET STREET AND SAFETY GUIDELINES.

32. PROPOSED LS-3 RATE SCHEDULE CONCRETE STREET LIGHT FOUNDATIONS SHALL BE IN ACCORDANCE WITH THE CITY OF HEMET STANDARD PLAN G-808.

33. AS-BUILT PLANS AND ASSET/ATTRIBUTE DATA SHALL BE SUBMITTED TO THE CITY PRIOR TO ACCEPTANCE OF IMPROVEMENTS.

34. ALL NEW CONDUITS SHALL BE 2” PVC SCHEDULE 80 UNLESS SHOWN OTHERWISE ON THE PLANS.

35. LIGHTING SHALL BE MAINTAINED THROUGHOUT PROJECT.

36. LIGHTING CALCULATIONS ARE REQUIRED TO VERIFY APPROPRIATE LIGHTING LEVELS.

37. SERVICE TO ALL EXISTING LIGHTING SHALL BE MAINTAINED AT ALL TIMES.

38. CONTRACTOR SHALL FURNISH AND INSTALL STREET LIGHTING STANDARD AND LIGHT FIXTURE AS SPECIFIED UNLESS OTHERWISE SHOWN ON THE PLANS.

